FINISHED GRADE

TOP OF VALWE BOX
SHALL BE SET FLUSH
WITH FINISHED GRADE.

VALVE BOX BOTTOM SECTION
SHALL NOT MAKE CONTACT
WITH ANY PART OF THE WALWE

I
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\ SLIP OR SCREW TYPE CAST

[RON “ALWE BOX

USE ADDITIONAL BOTTOM
SECTIONS WHERE EXTENSIONS
ARE REQUIRED DUE TO FIELD
CONDITIONS. ALL SECTIONS
SHALL BE CENTERED OVER
THE OPERATING NUT

WATER WALVE
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WATER MAIN

NOTE:  WALWVE BOX SHALL NOT

BE SET IN A DEPRESSED
AREA

WHITE COUNTY WATER AUTHORITY
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